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TO:  ALL BIDDERS OF RECORD 
 
ADDENDUM NO. THREE to the Construction Documents, dated June 7, 2019, for the Riviera Beach 
Community Redevelopment Agency, Broadway & Blue Heron Block Redevelopment Project, ITB 
2019-02, as prepared by Harvard Jolly Architecture. West Palm Beach, Florida. 
 
This Addendum shall hereby be and become a part of the Contract Documents the same as if originally 
bound thereto. 
 
The following clarifications, amendments, additions, revisions, changes, and modifications change the 
original Contract Documents only in the amount and to the extent hereinafter specified in this Addendum. 
 
Each bidder shall acknowledge receipt of this Addendum in his proposal or bid. 
 
NOTE:  Bidders are responsible for becoming familiar with every item of this Addendum. 
 
RE:  ALL BIDDERS 
 
ITEM NO. 1:  NEW DRAWING SHEETS 

 
A. New Drawing Sheets: Cover, Sheet 1, SP-1, SP-1.1, SP-2, SP-2.1, SP-3, SP-4, LP-1, LP-2, IR-1, 

IR-2, PH-1, SI-1, SI-2, SI-3, SI-4, E-1, E-2 all dated June 14, 2019, are included with and hereby 
made a part of this Addendum.   

 
ITEM NO. 2:  LIGHT FIXTURE CUT SHEETS 

 
A. New Light Fixture Cut Sheets: S1 Ligman Lighting USA;  S2 Ligman Lighting; S3 Ligman 

Lighting; S4 Ligman Lighting; S5 Ligman Lighting; S6 McGraw-Edison ; S6 Utilities Structures, 
Inc. USI21TI-7646; S7 McGraw-Edison; S7 Utilities Structures, Inc. USI21TI-7646 are included 
with and hereby made a part of this Addendum. 

 
ITEM NO. 3:  QUESTIONS FROM BIDDERS 
 
A. Below are responses to questions from Bidders.  Clarifications held therein are included with and 

hereby made a part of this Addendum. 
 

1. Is there a proposed budget? 
 
Response: No. 
 

2. Who pays the permitting fees? 
 

Response: The Contractor. 
 

3. Will irrigation plans be provided? 
 

Response: Yes, in this addendum, see attached. 
 

4. Will a pre-construction video of the site be required? 
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Response: No, video of existing site is not mandatory. 
 

5. Can the Contractor work on Saturdays? 
 

Response: Yes, from 7:00 am to 7:00 pm. 
 

6. What is the project duration? 
 

Response: As listed in the Invitation to Bid documents. 
 

7. Who is responsible for removing existing FP&L power pole? 
 

Response: The wires and pole shall be removed by FP&L. 
 

8. How will cash America operate during construction? 
 

Response: Cash America will operate during construction and safe access to the 
building by the general public and employees shall be provided at all times. 

 
9. Will a construction fence be required around the property? 

 
Response: Yes, a secure construction fence shall be required to separate the 
construction areas from the general public. 

 
10. Are the existing buildings on site occupied? 

 
Response: The Cash America Pawn Shop building is occupied and the Dairy Belle 
building is not currently occupied but is expected to be within the next 6 to 8 months. 

 
11. How will the Cash America parking lot operate during construction? 

 
Response: Parking shall be limited to street parking or in the lot across the street while 
the improvements are being made to the parking lot behind the building.  Pedestrian 
traffic shall be protected and separated from the construction activities. 

 
12. Will MOT/FDOT permits be part of the conceptual permit? 

 
Response: Yes. 

 
 
End of Addendum 
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Transmittal
Lighting Dynamics, Inc.
7835 West Commercial Blvd.
Tamarac FL 33351
Phone: (954) 944-0286
From: Ernie Hatch

FF00009 Page 1/1Visit us on the web at www.lightingdynamics.com!

Project 2601 Braodway-Specifications_#57081_
2ND OUT_2019.06.14_MM

Quote# LDI18-57081
Location Palm Beach County FL

Contact:  

ATTACHED WE ARE SENDING YOU 1 COPY OF THE FOLLOWING ITEM:
Drawings X Specifications Other: 
Prints Information
Plans Submittals

THESE ARE TRANSMITTED FOR:
Prior Approval Resubmittal for Approval Record
Approval Corrections Bids due on: 
Approval as Submitted Your Use Other: 
Approval as Noted X Review and Comment

Type MFG Part
S1 Ligman Lighting USA ULA-60002-55WLED-E-W30-120/277V-

NAT
S2 Ligman Lighting USA UKI-1110-N-RGBW30-120/277V-CRL / 

ART4PRO / RDS-6
S3 Ligman Lighting USA ULA-60001-28WLED-E-W30-120/277V-

NAT
S4 Ligman Lighting USA ULA-30001-28WLED-M-W30-O1-120/

277V /  ART4PRO / RDS-6
S5 Ligman Lighting USA UCO-10117-41W-*-W30-FINISH-120/

277V-NAT-SB-CB(42")
Item Note: ADVISE TOP & FINISH

S6 McGraw-Edison GLEON-AF-01-LED-E1-SL4-**-HSS / 
MA1036-**

S6 Utilities Structures, Inc. USI21TI-7646
S7 McGraw-Edison GLEON-AF-01-LED-E1-SL3-**-HSS / 

MA1036-**
S7 Utilities Structures, Inc. USI21TI-7646

























Submitted by Lighting Dynamics, Inc.

Job Name: 
2601 Braodway-Specifications_#57081_2ND OUT_
2019.06.14_MM
Architect:  Gentile Glas Holloway O'Mahoney &
Assoc (Jupiter)

Catalog Number:
ULA-30001-28WLED-M-W30-O1-120/
277V /  ART4PRO / RDS-6
Notes: 

Type: 

S4
LDI18-57081

Client:

Project:

Type:

Order Code:

Quantity:

ART 4 PRO is simple, touch based wall-mount DMX controller, designed for RGB and RGBW lighting products. It features a PWM
output which can directly drive 12-24VDC LED fixtures, four user programmable static color presets, and a manual speed and
dimmer function.

SPECIF ICATIONS

SPECIFICATION SHEET 2.0.1
Specifications subject to change without noticeacclaimlighting.com

1

DMX Output 4 channels

PWM Output 4 channels, 100W maximum pass through

Interface Touch senstitve wall panel

Multiple Locations Use the link out ports to connect up to 32 wall stations and sync preset controls

Audio Indicator Tone can be toggled on /off by holding buttons 1-4 simultaneously

Mounting Single gang electrical box (not included) 
Finish White

Material  Aluminum housing, glass panel

Ambient Operating Temperature  32º F to 104º F (0º C to 40º C)

IP Rating  IP20, dry location

Fixture Connectors Screw terminal block, direct hardwire

Warranty 2 Years, limited

Weight 0.3 lbs (140g)

Dimensions L: 4.72”  W: 2.99”  D: 0.6” (120 x 76 x 15.3mm)

Certifications

Operating Voltage 12-24VDC, 500mA (power adapter included - 6W, 12VDC,100-240VAC input)

ART 4  PRO
TM

Index Page3/6Submitted On: Nov 28, 2018





































Submitted by Lighting Dynamics, Inc.

Job Name: 
2601 Braodway-Specifications_#57081_2ND OUT_
2019.06.14_MM
Architect:  Gentile Glas Holloway O'Mahoney &
Assoc (Jupiter)

Catalog Number:
GLEON-AF-01-LED-E1-SL3-**-HSS /
MA1036-**
Notes: 

Type: 

S7
LDI18-57081

Specifications and 
dimensions subject to 
change without notice.

Eaton 
1121 Highway 74 South
Peachtree City, GA 30269
P: 770-486-4800
www.eaton.com/lighting

GLEON GALLEON LED

TD500020EN
2016-09-28 15:31:55

Standard

Street Side

House Side

Street Side

House Side

Street Side

House Side

Optics Rotated Left @ 90° [L90] Optics Rotated Right @ 90° [R90]

OPTIC ORIENTATION

Asymmetric Area Distributions

Symmertric Distributions

T3
(Type III)

SL2
(Type II with Spill Control)

SL3
(Type III with Spill Control)

T4FT
(Type IV Forward Throw)

T4W
(Type IV Wide)

SL4
(Type IV with Spill Control)

Specialized Distributions

Asymmetric Roadway Distributions

AFL
(Automotive Frontline)

SLL
(90° Spill Light Eliminator Left)

SLR
(90° Spill Light Eliminator Right)

T2R
(Type II Roadway)

RW
(Rectangular Wide Type I)

T3R
(Type III Roadway)

5NQ
(Type V Square Narrow)

5MQ
(Type V Square Medium)

5WQ
(Type V Square Wide)

T2
(Type II)

OPTICAL DISTRIBUTIONS

Ambient 
Temperature

Lumen Multiplier

0°C 1.02

10°C 1.01

25°C 1.00

40°C 0.99

50°C 0.97

LUMEN MULTIPLIER

Drive Current Ambient Temperature
TM-21 Lumen 
Maintenance 

(60,000 Hours)

Projected L70 
(Hours)

Up to 1A Up to 50°C > 95% 416,000

1.2A Up to 40°C > 90% 205,000

LUMEN MAINTENANCE

100

0 10 20 30 40 50 60 70 80 90 100

95
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80
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70

65

60
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50

45

Hours (Thousands)

Calculated per IESNA TM-21 Data Projected
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t)

Up to 1A, up to  50°C
1.2A, up to  40°C

Index Page3/9Submitted On: Nov 28, 2018



Submitted by Lighting Dynamics, Inc.

Job Name: 
2601 Braodway-Specifications_#57081_2ND OUT_
2019.06.14_MM
Architect:  Gentile Glas Holloway O'Mahoney &
Assoc (Jupiter)

Catalog Number:
GLEON-AF-01-LED-E1-SL3-**-HSS /
MA1036-**
Notes: 

Type: 

S7
LDI18-57081

Specifications and 
dimensions subject to 
change without notice.

Eaton 
1121 Highway 74 South
Peachtree City, GA 30269
P: 770-486-4800
www.eaton.com/lighting

GLEON GALLEON LED

TD500020EN
2016-09-28 15:31:55

Number of Light Squares 1 2 3 4 5 6 7 8 9 10

Nominal Power (Watts) 67 129 191 258 320 382 448 511 575 640

Input Current @ 120V (A) 0.58 1.16 1.78 2.31 2.94 3.56 4.09 4.71 5.34 5.87

Input Current @ 208V (A) 0.33 0.63 0.93 1.27 1.57 1.87 2.22 2.52 2.8 3.14

Input Current @ 240V (A) 0.29 0.55 0.80 1.10 1.35 1.61 1.93 2.18 2.41 2.71

Input Current @ 277V (A) 0.25 0.48 0.70 0.96 1.18 1.39 1.69 1.90 2.09 2.36

Input Current @ 347V (A) 0.20 0.39 0.57 0.78 0.96 1.15 1.36 1.54 1.72 1.92

Input Current @ 480V (A) 0.15 0.30 0.43 0.60 0.73 0.85 1.03 1.16 1.28 1.45

Optics

T2

4000K/5000K Lumens 6,709 13,111 19,562 25,848 32,026 38,325 45,324 51,355 57,286 63,424

3000K Lumens 5,939 11,606 17,316 22,881 28,349 33,925 40,121 45,459 50,710 56,143

BUG Rating B1-U0-G2 B2-U0-G2 B3-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

T2R

4000K/5000K Lumens 7,122 13,919 20,769 27,442 34,000 40,687 48,117 54,519 60,816 67,333

3000K Lumens 5,939 11,606 17,316 22,881 28,349 33,925 40,121 45,459 50,710 56,143

BUG Rating B1-U0-G1 B2-U0-G2 B2-U0-G3 B3-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5

T3

4000K/5000K Lumens 6,838 13,363 19,939 26,346 32,642 39,062 46,196 52,343 58,388 64,646

3000K Lumens 6,053 11,829 17,650 23,321 28,895 34,578 40,893 46,334 51,685 57,225

BUG Rating B1-U0-G2 B2-U0-G2 B3-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

T3R

4000K/5000K Lumens 6,990 13,660 20,382 26,931 33,368 39,930 47,223 53,506 59,686 66,081

3000K Lumens 6,188 12,092 18,042 23,839 29,537 35,346 41,802 47,364 52,834 58,495

BUG Rating B1-U0-G2 B2-U0-G3 B2-U0-G3 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5

T4FT

4000K/5000K Lumens 6,878 13,440 20,055 26,499 32,832 39,289 46,464 52,646 58,726 65,020

3000K Lumens 6,088 11,897 17,753 23,457 29,063 34,779 41,130 46,602 51,984 57,556

BUG Rating B1-U0-G2 B2-U0-G3 B2-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

T4W

4000K/5000K Lumens 6,789 13,267 19,795 26,156 32,408 38,781 45,864 51,967 57,968 64,180

3000K Lumens 6,010 11,744 17,523 23,153 28,688 34,329 40,599 46,001 51,313 56,812

BUG Rating B1-U0-G2 B2-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

SL2

4000K/5000K Lumens 6,697 13,088 19,529 25,804 31,970 38,259 45,245 51,267 57,186 63,315

3000K Lumens 5,928 11,585 17,287 22,842 28,300 33,867 40,051 45,382 50,621 56,046

BUG Rating B1-U0-G2 B2-U0-G3 B3-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

SL3

4000K/5000K Lumens 6,837 13,361 19,936 26,342 32,639 39,057 46,189 52,336 58,380 64,636

3000K Lumens 6,052 11,827 17,647 23,318 28,892 34,573 40,887 46,328 51,678 57,216

BUG Rating B1-U0-G2 B2-U0-G3 B2-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

SL4

4000K/5000K Lumens 6,496 12,695 18,943 25,029 31,011 37,110 43,886 49,727 55,470 61,414

3000K Lumens 5,750 11,238 16,768 22,156 27,451 32,850 38,848 44,018 49,102 54,364

BUG Rating B1-U0-G2 B1-U0-G3 B2-U0-G4 B2-U0-G4 B2-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5

5NQ

4000K/5000K Lumens 7,052 13,781 20,564 27,171 33,664 40,285 47,641 53,981 60,215 66,669

3000K Lumens 6,242 12,199 18,203 24,052 29,799 35,660 42,172 47,784 53,302 59,015

BUG Rating B3-U0-G1 B3-U0-G2 B4-U0-G2 B4-U0-G2 B5-U0-G2 B5-U0-G3 B5-U0-G3 B5-U0-G4 B5-U0-G4 B5-U0-G4

5MQ

4000K/5000K Lumens 7,182 14,034 20,942 27,671 34,284 41,027 48,518 54,975 61,323 67,896

3000K Lumens 6,358 12,423 18,538 24,494 30,348 36,317 42,948 48,664 54,283 60,102

BUG Rating B3-U0-G1 B4-U0-G2 B4-U0-G2 B5-U0-G3 B5-U0-G4 B5-U0-G4 B5-U0-G4 B5-U0-G5 B5-U0-G5 B5-U0-G5

5WQ

4000K/5000K Lumens 7,201 14,073 20,998 27,744 34,375 41,136 48,648 55,121 61,487 68,077

3000K Lumens 6,374 12,457 18,587 24,559 30,429 36,414 43,063 48,793 54,428 60,262

BUG Rating B3-U0-G2 B4-U0-G2 B5-U0-G3 B5-U0-G4 B5-U0-G4 B5-U0-G4 B5-U0-G5 B5-U0-G5 B5-U0-G5 B5-U0-G5

SLL/SLR

4000K/5000K Lumens 6,009 11,741 17,519 23,148 28,681 34,321 40,589 45,990 51,301 56,798

3000K Lumens 5,319 10,393 15,508 20,491 25,388 30,381 35,929 40,710 45,412 50,278

BUG Rating B1-U0-G2 B2-U0-G3 B2-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B4-U0-G5

RW

4000K/5000K Lumens 6,989 13,657 20,378 26,925 33,360 39,921 47,211 53,494 59,672 66,066

3000K Lumens 6,187 12,089 18,039 23,834 29,530 35,338 41,791 47,353 52,822 58,482

BUG Rating B3-U0-G1 B3-U0-G2 B4-U0-G2 B4-U0-G2 B5-U0-G3 B5-U0-G3 B5-U0-G4 B5-U0-G4 B5-U0-G4 B5-U0-G4

AFL

4000K/5000K Lumens 7,014 13,706 20,452 27,023 33,481 40,066 47,383 53,688 59,888 66,306

3000K Lumens 6,209 12,133 18,104 23,921 29,637 35,466 41,943 47,525 53,013 58,694

BUG Rating B1-U0-G1 B2-U0-G2 B2-U0-G2 B3-U0-G3 B3-U0-G3 B3-U0-G3 B3-U0-G3 B3-U0-G4 B4-U0-G4 B4-U0-G4

* Nominal data for 70 CRI.

NOMINAL POWER LUMENS (1.2A)
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Job Name: 
2601 Braodway-Specifications_#57081_2ND OUT_
2019.06.14_MM
Architect:  Gentile Glas Holloway O'Mahoney &
Assoc (Jupiter)

Catalog Number:
GLEON-AF-01-LED-E1-SL3-**-HSS /
MA1036-**
Notes: 

Type: 

S7
LDI18-57081

Specifications and 
dimensions subject to 
change without notice.

Eaton 
1121 Highway 74 South
Peachtree City, GA 30269
P: 770-486-4800
www.eaton.com/lighting

GLEON GALLEON LED

TD500020EN
2016-09-28 15:31:55

Number of Light Squares 1 2 3 4 5 6 7 8 9 10

Nominal Power (Watts) 59 113 166 225 279 333 391 445 501 558

Input Current @ 120V (A) 0.51 1.02 1.53 2.03 2.55 3.06 3.56 4.08 4.6 5.07

Input Current @ 208V (A) 0.29 0.56 0.82 1.11 1.37 1.64 1.93 2.19 2.46 2.75

Input Current @ 240V (A) 0.26 0.48 0.71 0.96 1.19 1.41 1.67 1.89 2.12 2.39

Input Current @ 277V (A) 0.23 0.42 0.61 0.83 1.03 1.23 1.45 1.65 1.84 2.09

Input Current @ 347V (A) 0.17 0.32 0.50 0.64 0.82 1.00 1.14 1.32 1.50 1.68

Input Current @ 480V (A) 0.14 0.24 0.37 0.48 0.61 0.75 0.91 0.99 1.12 1.28

Optics

T2

4000K/5000K Lumens 6,116 11,951 17,833 23,563 29,195 34,937 41,317 46,814 52,221 57,817

3000K Lumens 5,414 10,579 15,786 20,858 25,843 30,926 36,574 41,440 46,226 51,180

BUG Rating B1-U0-G2 B2-U0-G2 B3-U0-G3 B3-U0-G3 B3-U0-G4 B3-U0-G4 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

T2R

4000K/5000K Lumens 6,493 12,688 18,932 25,015 30,994 37,090 43,863 49,699 55,439 61,380

3000K Lumens 5,748 11,231 16,759 22,143 27,436 32,832 38,828 43,994 49,075 54,334

BUG Rating B1-U0-G1 B2-U0-G2 B2-U0-G2 B3-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G4 B3-U0-G5 B4-U0-G5 B4-U0-G5

T3

4000K/5000K Lumens 6,234 12,181 18,176 24,017 29,756 35,609 42,111 47,715 53,225 58,930

3000K Lumens 5,518 10,783 16,089 21,260 26,340 31,521 37,277 42,237 47,115 52,165

BUG Rating B1-U0-G2 B2-U0-G2 B3-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

T3R

4000K/5000K Lumens 6,372 12,453 18,580 24,550 30,418 36,400 43,048 48,776 54,409 60,239

3000K Lumens 5,640 11,023 16,447 21,732 26,926 32,221 38,106 43,177 48,163 53,324

BUG Rating B1-U0-G2 B2-U0-G2 B2-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B4-U0-G5

T4FT

4000K/5000K Lumens 6,270 12,252 18,282 24,156 29,929 35,815 42,356 47,992 53,534 59,271

3000K Lumens 5,550 10,845 16,183 21,383 26,493 31,703 37,494 42,483 47,388 52,467

BUG Rating B1-U0-G2 B2-U0-G2 B2-U0-G3 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5

T4W

4000K/5000K Lumens 6,189 12,094 18,045 23,844 29,543 35,352 41,809 47,372 52,843 58,506

3000K Lumens 5,479 10,706 15,973 21,107 26,151 31,294 37,009 41,934 46,777 51,790

BUG Rating B1-U0-G2 B2-U0-G2 B3-U0-G3 B3-U0-G4 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

SL2

4000K/5000K Lumens 6,105 11,931 17,803 23,522 29,144 34,877 41,245 46,734 52,130 57,717

3000K Lumens 5,404 10,561 15,759 20,822 25,798 30,873 36,510 41,369 46,145 51,091

BUG Rating B1-U0-G2 B2-U0-G3 B3-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5 B4-U0-G5

SL3

4000K/5000K Lumens 6,233 12,180 18,174 24,013 29,753 35,604 42,106 47,708 53,218 58,921

3000K Lumens 5,517 10,782 16,088 21,256 26,337 31,517 37,272 42,231 47,109 52,157

BUG Rating B1-U0-G2 B2-U0-G3 B2-U0-G3 B3-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B4-U0-G5 B4-U0-G5

SL4

4000K/5000K Lumens 5,922 11,572 17,268 22,816 28,269 33,829 40,006 45,330 50,566 55,984

3000K Lumens 5,242 10,244 15,286 20,197 25,024 29,945 35,413 40,126 44,761 49,557

BUG Rating B1-U0-G2 B1-U0-G3 B2-U0-G3 B2-U0-G4 B2-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5

5NQ

4000K/5000K Lumens 6,429 12,563 18,746 24,768 30,688 36,723 43,429 49,208 54,891 60,775

3000K Lumens 5,691 11,121 16,594 21,925 27,165 32,507 38,443 43,559 48,590 53,798

BUG Rating B2-U0-G1 B3-U0-G2 B4-U0-G2 B4-U0-G2 B5-U0-G2 B5-U0-G3 B5-U0-G3 B5-U0-G3 B5-U0-G4 B5-U0-G4

5MQ

4000K/5000K Lumens 6,547 12,794 19,090 25,224 31,253 37,400 44,228 50,114 55,902 61,893

3000K Lumens 5,795 11,325 16,898 22,328 27,665 33,106 39,151 44,361 49,484 54,788

BUG Rating B3-U0-G1 B4-U0-G2 B4-U0-G2 B5-U0-G3 B5-U0-G3 B5-U0-G4 B5-U0-G4 B5-U0-G4 B5-U0-G5 B5-U0-G5

5WQ

4000K/5000K Lumens 6,564 12,828 19,141 25,291 31,336 37,499 44,347 50,248 56,051 62,058

3000K Lumens 5,810 11,355 16,944 22,388 27,739 33,194 39,256 44,480 49,616 54,934

BUG Rating B3-U0-G2 B4-U0-G2 B5-U0-G3 B5-U0-G3 B5-U0-G4 B5-U0-G4 B5-U0-G5 B5-U0-G5 B5-U0-G5 B5-U0-G5

SLL/SLR

4000K/5000K Lumens 5,478 10,703 15,970 21,102 26,145 31,286 37,001 41,924 46,765 51,777

3000K Lumens 4,849 9,474 14,137 18,679 23,144 27,694 32,753 37,111 41,396 45,833

BUG Rating B1-U0-G2 B1-U0-G3 B2-U0-G3 B2-U0-G4 B3-U0-G4 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5 B3-U0-G5

RW

4000K/5000K Lumens 6,371 12,449 18,576 24,544 30,411 36,392 43,037 48,764 54,396 60,225

3000K Lumens 5,640 11,020 16,443 21,726 26,920 32,214 38,096 43,166 48,151 53,311

BUG Rating B3-U0-G1 B3-U0-G2 B4-U0-G2 B4-U0-G2 B5-U0-G3 B5-U0-G3 B5-U0-G3 B5-U0-G4 B5-U0-G4 B5-U0-G4

AFL

4000K/5000K Lumens 6,394 12,494 18,644 24,634 30,521 36,524 43,194 48,942 54,593 60,444

3000K Lumens 5,660 11,060 16,504 21,806 27,017 32,331 38,235 43,323 48,326 53,505

BUG Rating B1-U0-G1 B2-U0-G2 B2-U0-G2 B3-U0-G2 B3-U0-G3 B3-U0-G3 B3-U0-G3 B3-U0-G3 B4-U0-G4 B4-U0-G4

* Nominal data for 70 CRI.

NOMINAL POWER LUMENS (1A)
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